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FRONT HEADWALL GROUNDING ELEVATION
SCALE: 1/4” = 1’0"
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GROUNDING AND LIGHTNING PROTECTION FLOOR PLAN
Scale: 1/4" = 1'-0"
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G—112

BELLEMONT, ARIZONA
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G—107, AND

H—-151,

G—102,

DESCRIPTIVE NOTES

/‘ 2. EXISTING IGLOO STRUCTURE.

%E‘ @ L 6. EXISTING IGLOO HEADWALL.

= ‘ - 7. EXISTING CONCRETE FOOTING.

‘e 14. 24" EARTH COVER (TYPICAL)

\ W LT T L LT 7T LT LT T[T 77 T LT LT L7 7T T 7T 7 L7 1o, EXISTING GROUND, BARE STRANDED COPPER CABLE BURIED

, .._'-.]u.'..'.. P PP . A P F P S L MU A i SO SR S RN L C R SR P S MR NPV ST A N DL A e T e ST e e Ty L T T e e u$ 18” M|N BELOW FLOOR |_|NE AT A D|STANCE Ol__ NOT LESS
foons B \@ o THAN 3" AND NOT MORE THAN 8 FROM NEAREST POINT OF

R STRUCTURE, CONTINUOUS AROUND ENTIRE STRUCTURE.
<:>*____’i‘ 16. 18" AIR TERMINAL SUPPORT PLATE. SEE DETAIL 7/A-2.
bia 17. NEW CENTER AIR TERMINAL. SEE DETAIL 5/A—2.

18. AIR TERMINALS. SEE DETAIL 5/A—2.
- 1] 19. AIR TERMINAL CENTER OF HEADWALL. SEE DETAIL 4/A—2.
(/ﬁ - ) _ - i - ) “ - _ " | _h w;? 20. VENT STACK AIR TERMINAL. SEE DETAIL 7/A-2.
F IR I TR e e e e e e e R :_I_ DA T 21 I%4"X10° GROUND ROD. TYPICAL OF 3. DESIGNER:
g ] 22. CONCRETE YARD BOX. TYPICAL. RICK VANDEWATER
‘—————<:>> 23. EXISTING VENTILATOR STACK (CONCRETE). CHECKED:

H—-119,

C—429,
CAMP NAVAJO,

H—-102,
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AIR TERMINAL LOCATION FPLAN
SCALE: 1/4" = 1'-0"
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